
Parameter Standard Carriage 
Hills

Cleveland 
South

Cleveland 
North Edison Erskine North Olive Pinhook South

Alkalinity as CaCO3 N/A 236.5 241 267 263 294 300.5 301.5 286.5 350.5
Hardness as CaCO3 N/A 317.5 329 381.5 365.5 387 425 413.5 382 426.5

Hardness as gpg N/A 19 19 22 21 23 25 24 22 25
pH (units) 6.5 - 8.5 7.27 7.47 7.48 7.60 7.33 7.23 7.35 7.46 7.24
Iron - Total 0.3 0.954 0.146 0.067 0.006 0.408 0.003 0.2605 0.005 0.2175

Manganese- Total 0.05 0.14 <0.0010 0.003 <0.0010 0.002 0.004 0.08 0.01 0.002
Nitrate as N 10* 0.25 4.00 1.70 1.55 5.65 0.23 2.89 0.12 1.58

Chloride 250 21 29.5 127.5 85.5 76 104 79.5 50.5 84.5
Calcium - Total N/A 69.5 74 86.5 83.5 93 106 109.5 89 103

Magnesium - Total N/A 26.5 29 34 29.5 30.5 32 31 34.5 35.5
Sodium - Total N/A 10 17 65 46.5 43 71 39.5 21 60
Sulfate as SO4 250 50 45.5 58.5 48 38 70.5 64.5 62 30.5

Cadmium - Total 0.005* <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001 <0.001
Chromium - Total 0.1* <0.001 <0.001 <0.001 <0.001 <0.001 <0.002 <0.002 <0.002 <0.002

Copper - Total 1.3# 0.0115 0.4995 0.034 0.008 0.0415 0.023 0.016 0.015 0.0255
Lead - Total 0.015# 0.002 0.002 0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002
Silver - Total N/A <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002 <0.002

All other standards are not regulated and relate to the aesthetic qualities of drinking water

2009 Water Quality

All results are measured in ppm
* Standard is a federally enforced maximum contaminant level or MCL
# Standard is an action level, exceedance requires a change in treatment process


